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Abstract. The aim of this study is to conduct a parametric investigation of the steam 
injection gas turbine system by focusing on the effect of the steam mass flow rate on the 
energy transfer behaviors of a cogeneration plant.  A thermodynamic model of two gas 
turbine cycles and one steam turbine cycle and a heat transfer model of the heat recovery 
steam generator are developed.  A successive iteration is employed to solve a set of 
equations and obtain a converged solution.  The result shows that by increasing the mass 
flow rate for the steam injection gas turbine system from 0 to 2 kg/s, the input energy rate 
from the fuel and the total electrical output power from the cogeneration plant are 
increased, resulting in an increase of the cogeneration electrical efficiency from 49.9% to 
50.4%.  On the other hand, the output heat rate from the steam from the cogeneration 
plant is decreased, resulting in a decrease of the cogeneration heat efficiency from 8.5% to 
5.4%.  Consequently, the primary energy saving of the cogeneration plant decreases from 
16.6% to 14.9%.   
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1. Introduction 
 
In Thailand, a small power producer (SPP) is a 
private power plant generating electric power with a 
capacity of 120-150 MW.  It is usually located in an 
industrial estate widely established around the country.  
Based on the Thailand power development plan 2015-
2036 (PDP2015), 4,084 MW generating capacity during 
2015-2036 is produced from 66 SPP cogeneration power 
plants [1].  The main objectives of the implementation of 
the cogeneration plant are to promote the primary energy 
saving [2] and to reduce CO2 emission [3].  In some cases, 
the thermal energy storage system is utilized with the 
cogeneration plant in order to manage the peak demand 
[4].  To determine the efficiency of the cogeneration 
power plant, the primary energy saving (PES), is defined 
as the amount of the saving energy provided by the 
cogeneration plant compared to the energy provided by 
an individual electrical power plant and individual 
process-heating plant [5].  A complete procedure of how 
to calculate PES is given by a literature [6].  Since 2007, 
SPP cogeneration power plant is subsidized by Thai 
government under the feed-in tariff program if the value 
of PES is higher than 10% [7].  Thus, operating the 
cogeneration plant efficiently is an important factor for 
keeping PES higher than 10%.  The cogeneration plant 
efficiency can be improved by several methods such as 
waste heat utilization with a regenerator, single- or twin-
shaft configurations, low pressure intercooler, etc [8].  
One of these methods is the steam injection gas turbine 
system or STIG system [9].  By recovering the waste heat 
from the gas turbine exhaust gas, the steam is generated 
thought a heat recovery steam generator or HRSG and 
injected into the combustion air after leaving the 
compressor.  This will result in a higher mass flow rate, 
leading to the higher power output from the gas turbine.  
For a cogeneration plant, several studies of STIG system 
on the plant performance and operation are conducted.  
An investigation of the design-point performance 
characteristics of a cogeneration plant with different 
enhancements is presented [10].  The result indicates that 
the total electrical power and the thermal efficiency of 
the power plant increase as increasing amount of the 
steam injection.  The operational experience of the 
implementation of STIG system on the cogeneration 
plant is reported on different aspects, including the plant 
efficiency, the operating cost, and the environmental 
impact [11].  The performance characteristics of the 
cogeneration cycle based upon practical performance 
constraints were investigated, with the result of higher 
electrical efficiency and lower cogeneration efficiency 
with increasing injected steam [12].  These studies are 
limited to the general performance or operational 
characteristics, but not including PES as a plant-
efficiency indicator.  To extend an investigation of this 
topic, the effect of STIG system on PES of the 
cogeneration plant is presented in this study.  A 
thermodynamic model of two gas turbine and one steam 
turbine cycles and a heat transfer model of HRSG are 
proposed to include the off-design conditions.  The 
parametric study of the steam mass flow rate of the 
STIG system on the energy transfer behavior of a 
cogeneration plant is presented.   
 
2. Model Formulation 
 
A schematic diagram of the cogeneration plant under 
consideration with the relevant steam mass flow rates is 
depicted in Fig. 1.  The plant consists of two gas turbine 
cycles and a steam turbine cycle.  The HP and LP steam 
generated from HRSGs from two gas turbine cycles will 
be combined and sent to the HP and LP steam turbine, 
respectively.  The exit steam from the HP steam turbine 
will be used as steam for STIG and external process 
steam.  On the other hand, all exit LP steam from HRSG 
will be sent to the LP steam turbine condensed through a 
condenser.  All condensate are divided for two gas 
turbine cycles and pumped back to both HRSGs.  The 
detailed schematic diagram of the HRSG with the 
relevant steam mass flow rates is depicted in Fig. 2. 
The HRGC consists of different parts: economizer 
(EC), evaporator (EV) and superheater (SH).  After LP 
hot water leaves the first LP economizer (LP EC1), some 
of it is extracted as the LP process hot water.  The 
remaining steam flows to the second LP economizer (LP 
EC2), LP evaporator (LP EV) and LP superheater (LP 
SH), respectively, to generate the LP steam.  On the 
other hand, the HP steam will follow the similar pattern 
except only the HP steam is generated without the HP 
process hot water.     
For the analysis of the gas turbine cycle, a basic 
Brayton cycle with a corresponding state depicted in Fig. 
1 is employed as a thermodynamic model with technical 
data as shown in Table 1.  To simplify the problem, the 
assumptions are made as follows: (i) air and exhaust gas 
can be assumed ideal gas; (ii) the properties of exhaust 
gas is considered to be identical to those of air; (iii) the 
specific heat of air is assumed constant at 750 K; (iv) the 
specific heat of superheat steam is introduced to evaluate 
the enthalpy change of steam [13]. 
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Fig. 1. A schematic diagram of the cogeneration plant under consideration. 
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Fig. 2. A detailed schematic diagram of the HRSG. 
 
Table 1. Technical data of the Brayton cycle. 
 
No. Description Symbol Value Unit 
1 Air inlet temperature at the compressor T1 298.15 K 
2 Air inlet pressure at the compressor PA1 101.3 kPa 
3 Air exit pressure at the compressor PA2 1,200 kPa 
4 Air mass flow rate ma 115.39 kg/s 
5 Lower heating value of the fuel LHV 27.93 MJ/scm 
6 Maximum temperature at the turbine inlet T3 1,600 K 
7 Isentropic efficiency of the compressor C 85 % 
8 Isentropic efficiency of the turbine  GT 90 % 
 
The HRSG is a cross-flow heat exchanger as shown 
in Fig. 2.  In the model calculation, the following 
assumptions are made for the HRSG: (i) the pressure 
inside both HP and LP steam tubes remains constant 
without pressure drop; (ii) the radiative heat transfer 
between the exhaust gas and the steam is neglected; (iii) 
the exterior part of HRSG is well insulated without heat 
loss to the environment.  To investigate the heat transfer 
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characteristic of the HRSG, the overall heat transfer 
coefficient between the exhaust gas and the steam is 
determined.  On the exhaust gas side, the heat transfer is 
enhanced by external-finned tubes.  The overall surface 
efficiency can be determined from the fin geometry and 
fin configuration [14].  On the steam side, the Dittus-
Boelter equation is employed to determine the single-
phase heat transfer coefficient of steam [15].  For the 
two-phase heat transfer coefficient, the Chen correlation 
for the force convective boiling inside a tube is utilized as 
follows [16]: 
 
 ( ) ( )( )satwNBSPsatwTP TThhTThq −+=−=  (1) 
 
The two-phase forced convective heat transfer 
coefficient, hTP, is decomposed into hSP and hNB or the 
single-phase convective heat transfer coefficient and the 
two-phase nucleate boiling heat transfer coefficient, 
respectively.  The modified Dittus-Boelter equation is 
used to determine hSP.  On the other hand, hNB is 
determined by the modified Forster-Zuber relation [17]. 
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The modified term in Eq. (2) is the convective boiling 
factor, CF, which can be determined as follows [18]: 
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Xtt appearing in Eq. (4) is the Martinelli parameter, 
defined as the pressure drop ratio as follows [19]:   
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The modified term in Eq. (3) is the suppression factor, S, 
which can be determined as follows: 
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It noted that the iterative method is required for the 
Chen correlation to obtain the heat transfer rate and the 
temperature difference between the saturation and tube 
surface temperatures [20].   The technical data for the 
HRSG including the geometry of the external-finned 
tubes are given in Table 2.   
 
Table 2. Technical Data of the HRSG (per one gas turbine unit). 
 
No. Description Symbol Value Unit 
1 HP condensate mass flow rate entering and 
leaving the HRSG 
mHP,SG 12.18 kg/s 
2 LP condensate mass flow rate entering the 
HRSG 
mLP,SGi 10.14 kg/s 
3 LP process-hot-water mass flow rate  mLP,pc 6.46 kg/s 
4 LP steam mass flow rate leaving the HRSG mLP,SGo 3.68 kg/s 
5 HP steam pressure at the HRSG PSHP 4,400 kPa 
6 LP steam pressure at the HRSG PSLP 400 kPa 
7 Tube inner diameter for HP steam IDHP 26.4 mm 
8 Tube outer diameter for HP steam ODHP 31.8 mm 
9 Tube inner diameter for LP steam IDHP 26.4 mm 
10 Tube outer diameter for LP steam ODHP 31.8 mm 
11 Fin thickness tF 1 mm 
12 Fin length LF 12.7 mm 
13 Number of fin per tube length NF 250 m-1 
14 Tube length for HP SH, HP EV, and HP EC2  200 m 
15 Tube length for HP EC1  85 m 
16 Tube length for LP SH, LP EV, and LP EC2  160 m 
17 Tube length for LP EC1  60 m 
 
The Rankine cycle depicted in Fig. 1 requires two 
exit steams generated from both HRSGs.  The mixing 
steam enters the HP steam turbine, at which the work is 
extracted.   Once the steam exits the HP steam turbine, 
some part of this steam will return back as steam for 
STIG to one of the gas turbines whereas the remaining is 
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used as the HP process steam.  Two LP steams after 
leaving the HRSGs are mixed and sent to the LP steam 
turbine to extract the work.  Thereafter, it will be 
condensed to condensate and return to the pump.  In 
order to conserve the water/steam mass flow rate of the 
entire plant, the amount of the makeup water is equal to 
the summation of the mass flow rates of the HP process 
steam and the LP process hot water.  The condensate 
after leaving the condenser is assumed to be saturated.  
Thereafter, it is divided in half and pumped isentropically 
back to the HRSGs.  The technical data used for the 
thermodynamic analysis of the Rankine cycle are present 
in Table 3. 
 
Table 3. Technical data of the Rankine cycle. 
 
No. Description Symbol Value Unit 
1 HP steam mass flow rate entering the turbine mHP,TBi 24.36 kg/s 
2 LP steam mass flow rate entering the turbine mLP,TBi 7.36 kg/s 
3 HP steam mass flow rate leaving the turbine 
for HP process steam and STIG steam 
mHP,TBo 4.17 kg/s 
4 LP steam mass flow rate leaving the turbine 
back to the condenser 
mLP,TBo 27.55 kg/s 
5 HP steam turbine exit pressure PSHP,exit 1,200 kPa 
6 Condensing Pressure PSLP,exit 8.65 kPa 
7 Isentropic efficiency of the steam turbine ST 85 % 
 
3. Solution Procedure 
 
The parametric investigation of the extracted steam 
mass flow rate for STIG (mSTIG) from the HP steam 
turbine exit is conducted by varying from 0 to 2 kg/s 
with an increment of 0.25 kg/s.  The amount of the HP 
process steam (mHP,pc) will decrease in order to maintain a 
constant HP steam mass flow rate leaving the steam 
turbine (mHP,TBo) of 4.17 kg/s, but the energy content, i.e., 
the enthalpy, of the HP steam at the turbine exit will 
change according to the state of exhaust gas leaving the 
gas turbine (state 4 in Fig. 1).  This extracted steam is 
only used for the steam injection at the combustion 
chamber of the gas turbine cycle 1 whereas the gas 
turbine cycle 2 is operated without the STIG system.  It 
is noted that, by varying mSTIG from 0 to 2 kg/s, it is 
corresponding to 0 to 48% steam extraction out of 
mHP,TBo of 4.17 kg/s.  The solution procedure of the 
proposed model is depicted in Fig. 3.   
When the solution converges, the energy transfer 
behaviors of the cogeneration plant are determined.  
These include the input energy rate from the fuel (F), the 
total electrical output power (P), and the output heat rate 
from steam (Q), which can be written in Eqs. (7-9).  
 
 fF m LHV=  (7) 
 
mf is the fuel mass flow rate.  LHV is the lower heating 
value of natural gas used for both gas turbines. 
 
 
1 2GT ST GT GT STP P P P P P= + = + +  (8) 
 
PGT1 and PGT2 are the electrical output power of the gas 
turbine cycles 1 and 2, respectively.  These two combined 
become PGT.  On the other hand, PST is the electrical 
output power of the steam cycle.  PGT1, PGT2, and PST are 
calculated using the first law of thermodynamics on each 
device. 
 
 ( ) ( ), , 0 , , 0HP pc HP pc LP pc LP pcQ m i i m i i= − + −  (9) 
 
mHP,pc and mLP,pc are the HP process steam and LP process 
hot water mass flow rates respectively, which are sent out 
of the cogeneration plant to the customers in Fig. 1.  iHP,pc 
and iLP,pc are the enthalpy of HP and LP steam exiting the 
steam turbine respectively.  Then, Q is calculated based 
on the reference enthalpy of water (i0) at 27oC, 1 atm.  
After F, P and Q are obtained, the primary energy saving 
(PES) can be determined as follows [21]:  
 
 
, ,
1
1
QP
P ref Q ref
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EffEff
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= −
+
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EffP  and  EffQ  appearing in Eq. (10) is the cogeneration 
electrical efficiency and the cogeneration heat efficiency, 
respectively.  Both can be written as 
 
 P
P
Eff
F
=  (11) 
 Q
Q
Eff
F
=  (12) 
 
EffP,ref and EffQ,ref  appearing in Eq. (10) is the reference 
electrical efficiency of 45.28% and the reference heat 
efficiency of 85%, respectively [7]. 
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Fig. 3. The flowchart of the solution procedure. 
 
4. Results and Discussion 
 
Based on the presented model, the variation of the 
input energy rate from the fuel (F) with the steam mass 
flow rate for STIG (mSTIG) is depicted in Fig. 4.  It can be 
seen that the amount of F increases with increasing of 
mSTIG.  Since the temperature exiting the gas turbine (T3) 
is fixed at 1,600 K, the input energy rate required at the 
combustion chamber at the gas turbine cycle 1 is 
proportional to the total mass flow rate through this 
combustion chamber itself.  As a result of additional 
injected steam which does not involve in the combustion 
process, the value of F will be higher.  Over the range of 
STIG steam mass flow rate from 0 to 2 kg/s, F is 
increased by 3.86 MW or 2.00%. 
Figure 5 illustrates the variation of the electrical 
output power from the gas turbines (PGT) with the steam 
mass flow rate for STIG.  It can be seen that as mSTIG 
increases from 0 to 2 kg/s, PGT is slightly increased by 
1.37 MW or 1.92%.  The addition STIG mass flow leads 
to a higher amount of the total mass flow through the 
gas turbine.  Because the power required by the 
compressor does not change due to the constant air mass 
flow rate and the constant pressure ratio across the 
compressor, the net electrical power delivered by the gas 
turbine increases. 
The variation of the electrical output power from the 
steam turbine (PST) with the steam mass flow rate for 
STIG is depicted in Fig. 6.  PST is slightly increased by 
1.65 MW or 6.70% over the range of mSTIG from 0 to 2 
kg/s.  The mass flow of the exhaust gas entering the 
HRSG will increase due to the additional STIG steam 
mass flow.  The amount of heat transferred from the 
exhaust gas to both HP and LP steam at HRSG increases.  
The temperature and the enthalpy of the steam entering 
the steam turbine will be higher.  As a result, the 
electrical output power extracted from the steam turbine 
will increase as well. 
Figure 7 depicts the variation of the total electrical 
output power (P) with the steam mass flow rate for STIG.  
Since P is a combination of PGT and PST, it is increased by 
3.02 MW or 3.15% with increasing mSTIG from 0 to 2 
kg/s.  With this effect, the STIG system is generally used 
for a stand-alone combined cycle where the heat from 
the exhaust gas is considered a waste energy.  In a certain 
situation, the STIG system is used for a sprint mode 
where an extra output electrical power is required. 
The variation of the output heat rate from steam (Q) 
with the steam mass flow rate for STIG is depicted in Fig. 
8.  As mSTIG increases from 0 to 2 kg/s, Q is decreased by 
5.71 MW or 34.9%.  According to Eq. 9, the major 
contribution of Q is the HP process steam with higher 
enthalpy than the LP process hot water.  In case of no 
mSTIG, the portion of Q from the HP steam is 11.8 MW 
out of the total Q of 16.3 MW.  In case of mSTIG of 2 kg/s, 
mass flow rate for the HP process steam (mHP,pc) is 
reduced to 2.17 kg/s compared with that of 4.17 kg/s 
without mSTIG.  Therefore, the portion of Q from the HP 
steam is decreased to 6.3 MW out of the total Q of 10.6 
MW.  The reduction of this is mainly from the use of 
steam for STIG system. 
Figure 9 illustrates the variation of the cogeneration 
electrical efficiency (EffP) with the steam mass flow rate 
for STIG.  According to Eq. 11 and the trends of F and 
P shown in Figs. 4 and 7, it is noticed that the increase of 
P over the range of mSTIG is higher than that of F.  As a 
result, the value of EffP is slightly increased from 49.9% 
to 50.4%.  This result indicates that the STIG system will 
enhance the thermal efficiency of the combined cycle if 
the generated steam from the waste exhaust gas is used 
to produce electricity only.   
The variation of the cogeneration heat efficiency 
(EffQ) with the steam mass flow rate for STIG is depicted 
in Fig. 10.  As we can see in Figs. 4 and 8, the trends of F 
and Q are in the opposite direction.  Thus, the ratio of Q 
to F, i.e., EffQ will highly decrease from 8.5% to 5.4%.  By 
combining the effect of EffP shown in Fig. 9, it is 
indicated that for the cogeneration plant, the STIG 
system trades the benefit of the higher electrical 
efficiency with the lower heat efficiency.    
Figure 11 depicts the variation of the primary energy 
saving (PES) with the steam mass flow rate for STIG.  
As mentioned earlier, the value of PES represents the 
saving energy provided by the cogeneration plant 
compared to the energy provided by an individual 
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electrical power plant and individual process heating 
plant.  Since the trends of EffP and EffQ are in an 
opposite direction with the change of mSTIG, the value of 
PES presents the overall effect of mSTIG on the 
performance of the cogeneration plant.  From Fig. 11, 
the effect of the change of EffP is offset by that of EffQ, 
leading to the reduction of PES.  It is increased from 
16.6% to 14.9% with increasing mSTIG from 0 to 2 kg/s.  
In practice, it is recommended to utilize the STIG system 
when more electrical load is required with the partial 
thermal load simultaneously.  Based on the power 
purchase agreement [7], the value of PES should be 
maintained above 10% to achieve the maximum feed-in 
tariff.  As a result, the implementation of the STIG 
system should be carefully employed to keep PES above 
10%.   
 
 
Fig. 4. Variation of the input energy rate from the fuel with the steam mass flow rate for STIG. 
 
 
 
 
Fig. 5. Variation of the electrical output power from the gas turbines with the steam mass flow rate for STIG. 
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Fig. 6. Variation of the electrical output power from the steam turbine with the steam mass flow rate for STIG. 
 
 
 
 
Fig. 7. Variation of the total electrical output power with the steam mass flow rate for STIG. 
 
 
 
 
Fig. 8. Variation of the output heat rate from steam with the steam mass flow rate for STIG. 
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Fig. 9. Variation of the cogeneration electrical efficiency with the steam mass flow rate for STIG. 
 
 
 
 
Fig. 10. Variation of the cogeneration heat efficiency with the steam mass flow rate for STIG. 
 
 
 
 
Fig. 11. Variation of the primary energy saving with the steam mass flow rate for STIG. 
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5. Conclusions 
 
A parametric investigation of the steam mass flow 
rate for STIG on the PES of the cogeneration plant is 
performed in this present study.  The thermodynamic 
model of both gas turbine cycles and a steam-turbine 
cycle, together with the heat transfer model of HRSG, is 
developed.  The effects of the steam mass flow rate for 
STIG varied from 0 to 2 kg/s on the energy transfer 
behaviors of the cogeneration are presented.  The results 
indicate that the input energy rate from the fuel and the 
total electrical output power from the cogeneration plant 
are increased with increasing steam mass flow rate for 
STIG.  The total electrical output power is increased at a 
higher portion than the input energy rate from the fuel, 
leading to an increase of the cogeneration electrical 
efficiency from 49.9% to 50.4%.  On the other hand, the 
output heat rate from the steam is decreased with 
increasing steam mass flow rate for STIG, leading to a 
decrease of the cogeneration heat efficiency from 8.5% 
to 5.4%.  The primary energy saving of the cogeneration 
plant decreases from 16.6% to 14.9%.  Because the value 
of PES is higher than 10%, the implementation of the 
STIG system within this range is still applicable for a 
sprint mode in case of the need for additional electrical 
power and the reduction of heating demand.   
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